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contractor may be required to dispose of equipment/property as identified on a task order basis. 

Contractor shall provide all services related to hazardous material, hazardous waste, and toxic waste disposal.  Services shall include pick-up, transportation, labeling, analyses, fate determination, documentation, manifesting, and audit trails until ultimate treatment, recycling, or disposal of waste.  All work performed by the contractor shall comply with all applicable Federal, state and local laws and regulations, including, but not limited to, those promulgated under the Resource Conservation and Recovery Act, the Toxic Substances Control Act, the Occupational Safety and Health Act, the Hazardous Materials Transportation Act, and applicable Department of Transportation regulations. The contractor is to be responsible for proper packaging, labeling, manifesting (Uniform Hazardous Waste Manifest Form 8700-22), and transportation of all waste. The contractor is to ensure all waste goes to a properly permitted site and that signed manifests, inventories, certificates of disposal, any other required documentation are provided to the Forest Service. The contractor is to ensure all hazardous waste is disposed of properly to avoid the possibility of a fine or penalty being assessed by the state or EPA. The contractor will be held responsible for any fines/penalties assessed due to state, local or federal laws being violated by the contractor.
3.7  Microwave Environmental Support Systems

            3.7.1     On the basis of site surveys, the contractor shall identify/validate site       environmental engineering requirements.   The environmental engineering requirements will be included in the survey assessment report.

3.7.2 As a minimum, the M/W environmental engineering requirements shall address primary and backup (UPS) power and backup generators (Attachment A) as identified.  Forest Service requirements for backup power are a minimum 8 hours for an AC power site and 14 days for a solar site.  For backup generators a minimum of 40 hours.
3.7.3 The contractor shall fully demonstrate the quality of their M/W environmental systems engineering expertise in similar US civil agency microwave network transitions.
3.7.4 The FS will provide contractor with a list of equipment at each site to be removed.   During the site survey, Contractor shall validate the list of equipment.   The contractor shall provide to the FS a final list of equipment to be removed at each site (i.e. radio equipment, old batteries, feed line, antennas, etc).  The Contractor shall also provide to the FS a list of equipment to be installed at each site.  The contractor may be required to dispose of equipment/property as identified on a task order basis. 

Contractor shall provide all services related to hazardous material, hazardous waste, and toxic waste disposal.  Services shall include pick-up, transportation, labeling, analyses, fate determination, documentation, manifesting, and audit trails until ultimate treatment, recycling, or disposal of waste.  All work performed by the contractor shall comply with all applicable Federal, state and local laws and regulations, including, but not limited to, those promulgated under the Resource Conservation and Recovery Act, the Toxic Substances Control Act, the Occupational Safety and Health Act, the Hazardous Materials Transportation Act,
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