PANEL DESIGNATION: PP2
PANEL LOCATION: MECHANICAL ROOM
PANEL RATING: 415/240V, 3PHASE, 4W, 250A

MAIN: CIRCUIT BREAKER 250A TP
SHORT CIRCUIT RATING: 22,000 AIC
BRANCH CB TYPE: BOLT ON

AS BUILT

CONTROLLED CB WIRE LOAD PHASE LOAD WIRE cB CONTROLLED
CT No LOAD DESCRIPTION BY RATING | SIZE VA VA SIZE | RATING BY LOAD DESCRIPTION CT No
Sq.mm A(R) B(Y) c(B)
01 1730 | 11130 9400 02
20A TP 60A TP
03 AHU-2 UNFUSED w_ms 4x4 1730 11130 9400 4x16 #s UNFUSED AHU-1&W.HTR 23 KW 04
05 DISC SWITCH 1730 1130 | 9400 DISC SWITCH 06
07 1730 | 3450 1730 08
20A TP 20A TP
09 AHU-3 UNFUSED w_ms 4x4 1730 3450 1730 4x4 m_m; UNFUSED AHU-4 10
» DISC SWTCH 1730 3450 | 1730 DISC SWITCH 12
13 690 2420 1730 14
20A TP 20A TP
15 AHU-5 UNFUSED m_ms 4x4 690 2420 1730 4x4 m_w.» UNFUSED AHU-6 16
17 DISC SWITCH 690 2420 | 1730 DISC SWITCH 18
19 1730 | 3450 1730 20
20A TP 20A TP
21 CHWP-1 & 2 UNFUSED m_w». 4x4 1730 3450 1730 4x4 m_ms UNFUSED SPARE 22
23 DISC SWITCH 1730 3450 | 1730 DISC SWITCH o4
25 12000 | 14000 2000 26
150A TP
27 ANTENNA SWITCHING UNFUSED 150A 4cx70 | 12000 14000 2000 4x4 20A MCB—DIRECT | OBSTRUCTION LIGHTS 28
DISC SMTCH | TP P
29 12000 14000 | 2000 30
31 SPARE - 20 - - - _ 32
33 SPARE - 20 - - - - - w_w.» _ SPARE 34
35 SPARE - 20 - - - - 36
37 SPARE - 20 - - - - - 20 - SPARE 38
39 SPARE - 20 - - - - - 20 - SPARE 40
41 SPARE _ 20 _ - - - - 20 - SPARE - 42
TOTAL LOAD = 103.340 KVA 34.450 | 34.450  34.450
TOTAL LOAD = 82.680 KW 27.560 | 27.560 | 27.560
PANEL DESIGNATION: MDS MAIN: CIRCUIT BREAKER 1000A TP
PANEL LOCATION: ELECTRICAL ROOM SHORT CIRCUIT RATING: 44,000A IC
PANEL RATING: 415/240V, 3PHASE, 4W, 1200A BRANCH CB TYPE: BOLT ON
C.B.

BUS.No. LOAD DESCRIPTION POLE AT AF CKT CONFIG LOAD IN KVA LOAD IN KW
MDS-1A CHILLER-1 3 300 600 3PH, 4W 174.00 139.20
MDS-2A PANEL-PP1 3 200 600 3PH, 4W 99.590 79.670
MDS-3A PANEL-PP2 3 200 600 3PH, 4W 103.340 82.670
MDS-3B EXISTING S0KW TX 3 300 600 3PH, 4W 162.000 129.60
MDS-4A PANEL-RP1 VIA T5 2 45 225 3PH, 4W 3.200 2.56
MDS-4B PANEL-LR1 3 100 225 3PH, 4W 28.960 23.17
MDS-5A PANEL-EP1 VIA ATS-1 3 175 600 3PH, 4W 85.110 68.09
MDS-5B EQUIPPED SPACE 3 600
MDS-6A EQUIPPED SPACE 3 600
MDS-6B EQUIPPED SPACE 3 600

TOTAL LOAD 656.20 KVA 524.96 KW
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