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NEW SIEMANS DISTRIBUTION BOARD
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NEW LOW VOLTAGE SWITCHBOARD ELEVATION

E-601

A- - A-

GENERAL NOTES

1.

SEE DWG E-002 FOR ELECTRICAL ABBREVIATIONS, SYMBOLS AND ADDITIONAL

INFORMATION.

NEW SWITCHBOARDS SHALL MATCH EXISTING FOOTPRINT OF EXISTING CONDUITS IN

SLAB.

MODIFY BUSBAR FOR SWITCBOARDS PARTS 1 & 2 AS REQUIRED TO ACCOMODATE

CONNECTIONS.

SIZE BREAKER FOR TVSS PER MANUFACTURERS WRITTEN INSTRUCTIONS.
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