PANEL DESIGNATION: LR1
PANEL LOCATION: GENERAL STORAGE ROOM
PANEL RATING: 415/240V, 3PHASE, 4W, 100A

MAIN: CIRCUIT BREAKER 100A TP

SHORT CIRCUIT RATING: 22,000 AIC
BRANCH CB TYPE: BOLT ON
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TITLE SHEDULE OF POINS
PANEL LR1,EP1& UP1

CT No LOAD DESCRIPTION ooz%o_._.mo mmﬂzo m_amm _,.\wzu PHASE «m% Mmm Emmzo oozq_mw_._.mo LOAD DESCRIPTION CT No
A(R) B(Y) c(B)
o1 LIGHTING L1-110 S1 2WAY 20 2.5 800 | 1520 720 2.5 20 | S2 2WAY LIGHTING L11-L19 02
03 | LIGHTING L20-L30 S3, S4 2WAY 20 2.5 880 1920 1040 2.5 20 | S5-S7 LIGHTING L31-L43 04
05 | LIGHTING L4448 s8 20 2.5 400 1440 1040 2.5 20 | S9-Si1 LIGHTING L49—-L61 06
07 | LIGHTING L62-L73 S12&13 2WAY 20 2.5 960 | 2000 1040 2.5 20 | S12-S14 LIGHTING L74-L86 08
09 | LIGHTING L87-L99+L113 22 & 20 2.5 1120 2160 1040 2.5 20 | 3IS<521 LIGHTING L100-L112 10
1 RECEPTACLES  P1—-P5+P5A SW COMB 20 4.0 1080 1980 900 4.0 20 | SW COMB RECEPTACLES  P6-P10 12
13 | RECEPTACLES P11-P16 SW COMB 20 4.0 1080 | 1980 900 4.0 20 | SW COMB RECEPTACLES  P17-P21 14
15 | RECEPTACLES P22-P25 SW COMB 20 4.0 720 2160 1440 4.0 20 | SW COMB RECEPTACLES  P26-P33 16
17 | RECEPTACLES P34-P37 SW COMB 20 4.0 720 2160 1440 4.0 20 | SW COMB RECEPTACLES  P38-P45 18
19 | RECEPTACLES P46—P50 SW COMB 20 4.0 900 | 2340 1440 4.0 20 | SW COMB RECEPTACLES  P51—P58 20
21 RECEPTACLES  P59-P64 SW COMB 20 4.0 900 2340 1440 4.0 20 | SW COMB RECEPTACLES  P65-P72 22
23 | RECEPTACLES P73-P84 SW COMB 20 4.0 2340 2880 540 4.0 20 | SW COMB RECEPTACLES  P85-P87 24
25 | RECEPTACLES P88—P90 SW COMB 20 4.0 540 | 1740 1220 4.0 20 | SW COMB RECEPTACLES P91 26
27 | RECEPTACLES P92-P97 SW COMB 20 4.0 1080 1080 - - 20 | - SPACE - 28
29 | RECEPTACLES P98-P104 SW COMB 20 4.0 1260 1260 - - 20 - SPACE - 30
31 SPACE - - 20 - - - - - 20 | - SPACE - 32
33 | SPACE - - 20 - - - - - 20 | -- SPACE - 34
35 | SPACE - — 20 - - — - - 20 | -- SPACE — 36
37 | SPACE - - 20 - - - - - 20 - SPACE - 38
39 | SPACE - - 20 - - - - - 20 | - SPACE - 40
# SPACE - - 20 - - - - - 20 - SPACE - 42
TOTAL LOAD = 28.960 KVA 9.580 9.660 9.720
TOTAL LOAD = 23.170 KW 7.660 | 7.730 | 7.780
PANEL DESIGNATION: EP1 MAIN: CIRCUIT BREAKER 175A TP
PANEL LOCATION: ELECTRICAL ROOM SHORT CIRCUIT RATING: 22,000 AIC
PANEL RATING: 415/240V, 3PHASE, 4W, 200A BRANCH MCB TYPE: BOLT ON
CT No LOAD DESCRIPTION ooz%o_._.mc mmﬂzm bk 3 v PHASE S00 | WE | reDNG ooz:mw_._.mc LOAD DESCRIPTION CT No
A(R) B(Y) c(B)
o1 1040 | 6140 5100 02
03 | EU-1 wmmmwno_qmocms. 20A | 4x4 1040 5340 4300 | 4x10 30A | —— UP1  THROUGH UPS & TRANSFORMER 04
05 ™ 1040 3340 2300 ™ 06
07 9500 | 9710 210 2.5 20 | MCB EXT.LIGHTING L114-L116 08
09 | cu-1 60A 3-TP UN 60A | 4x25 9500 9850 350 2.5 20 | McB EXT.LIGHTING L117-L121 10
FUSED DISC SW. | 1p
1 9500 10040 = 540 2.5 20 | MCB EMER.LIGHTING EL1-EL21 12
13 13400 13440 040 2.5 20 | McB EXIT LIGHT EX1—-EX2 14
15 | EX.GUARD HOUSE DB - 80A | 4Cx35 | 13400 13420 020 2.5 20 - HSSD—1 FIRE ALARM 16
17 ™ 13400 13420 @ 020 2.5 20 | -- HSSD-2 FIRE ALARM 18
19 | FACP —— FIRE ALARM — 20 4.0 400 | 420 020 4.0 20 | -—- HSSD-3 FIRE ALARM 20
21 SPACE - 20 - - 0.000 - - 20 | - SPACE 22
23 | SPACE - 20 - - 0.000 @ —- - 20 | -- SPACE 24
TOTAL LOAD = 85.110 KVA 29.710 | 28.610  26.800
TOTAL LOAD = 68.090 KW 23.770 | 22.890 | 21.440
PANEL DESIGNATION: UP1 MAIN: CIRCUIT BREAKER 50A TP
PANEL LOCATION: SWITCH MATRIX ROOM SHORT CIRCUIT RATING: 10,000 AIC
PANEL RATING: 208/120V, 3PHASE, 4W, 100A BRANCH CB TYPE: BOLT ON
CT No LOAD DESCRIPTION ooz%o_._.mc mmﬂzm o | e PHASE WAD | M ReThG ooz:mw_._.mc LOAD DESCRIPTION CT No
A(R) B(Y) c(B)
o1 AUTOMATED SYS - 20 4.0 1500 = 2300 800 4.0 20 |SW COMB RECEPTACLES  EQUIP RACK-5 02
03 | AUTOMATED SYS - 20 4.0 1500 2300 800 4.0 20 |SW COMB RECEPTACLES  EQUIP RACK-6 04
05 | MATRIX CONTROL — 20 4.0 700 1500 800 4.0 20 |SW COMB RECEPTACLES  EQUIP RACK-7 06
07 | RECEPTACLES EQUIP RACK-1 SW COMB 20 4.0 800 | 2000 1200 4.0 20 |SW COMB FLR MTD QUAD CONTROL ROOM 08
09 | RECEPTACLES EQUIP RACK-2 SW COMB 20 4.0 800 2000 1200 4.0 20 |SW COMB FLR MTD QUAD CONTROL ROOM 10
1 RECEPTACLES  EQUIP RACK-3 SW COMB 20 4.0 800 800 - - 20 | - SPARE - 12
13 | RECEPTACLES EQUIP RACK-4 SW COMB 20 4.0 800 | 800 - - 20 - SPARE - 14
15 | SPARE - — 20 - — - - - 20 - SPARE — 16
17 | SPARE — - 20 - - - - - 20 | -- SPARE - 18
19 | SPARE - — 20 - — - - - 20 | - SPARE — 20
21 SPARE - - 20 - - - - - 20 - SPARE - 22
23 | SPARE - - 20 - - - - - 20 | - SPARE - 24
25 | SPARE - - 20 - - - - - 20 | - SPARE - 26
27 | SPARE - - 20 - - - - - 20 | - SPARE - 28
29 | SPARE - — 20 - — — - - 20 | - SPARE — 30
TOTAL LOAD = 11.700 KVA 5.100 | 4.300 | 2.300
TOTAL LOAD = 9.360 KW 4,080 | 3.440 | 1.840
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