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PANEL DESIGNATION: RP1 MAIN: CIRCUIT BREAKER 80A TP
PANEL LOCATION: CONTROL ROOM SHORT CIRCUIT RATING: 10,000 AIC
PANEL RATING: 240/120V, 1PHASE, 3W, 100A BRANCH CB TYPE: BOLT ON
CT No LOAD DESCRIPTION oozw_wo_._.mo mmwza %mm _,.\w>o >A3_u_._>mmm3 «m% M..mm mmmzm ooz:_ww_._.mc LOAD DESCRIPTION CT No
01 RECEPTACLES P1-P2 SW COMB 20 4.0 400 800 400 4.0 20 |Sw comB RECEPTACLES P—P4 02
03 RECEPTACLES P5—P6 SW COMB 20 4.0 400 800 400 4.0 20 |SW comB RECEPTACLES P7-P8 04
05 RECEPTACLES P9—-P10 SW COMB 20 4.0 400 600 200 4.0 20 | - DDC CONTROLLER DDC1-DDC4 06
07 RECEPTACLES P11-P12 SW COMB 20 4.0 400 600 200 4.0 20 | - DDC CONTROLLER DDC5-DDC7 08
09 RECEPTACLES P13—-P14 SW COMB 20 4.0 400 400 - - 20 - SPARE - 10
11 SPARE - - 20 - - - - - 20 - SPARE - 12
13 SPARE - - 20 - - - - - 20 | - SPARE - 14
15 SPARE - - 20 - - - - - 20 - SPARE - 16
17 SPARE - - 20 - - - - - 20 —- SPARE - 18
19 SPARE - - 20 - - - - - 20 - SPARE - 20
TOTAL LOAD = 3.200 KVA 1.800 1.400
TOTAL LOAD = 2.560 KW 1.440 | 1120
PANEL DESIGNATION: PP1 MAIN: CIRCUIT BREAKER 1000A TP
PANEL LOCATION: SWITCH MATRIX ROOM SHORT CIRCUIT RATING: 44,000 AIC
PANEL RATING: 415/240V, 3PHASE, 4W, 1200A BRANCH CB TYPE: BOLT ON
CT No LOAD DESCRIPTION oozw@o_._.mo mm.wzo m..mw _,.\o>>o PHASE «mé m_mm mmwzo oozq__wm_._.mc LOAD DESCRIPTION CT No
A(R) B(Y) c(B)
o1 4610 | 9210 4610 02
03 HEAT EXCHANGER-TX1 wmwcw_mo SOA 4x6 4610 9210 4610 4x6 30A mmwcm_mo HEAT EXCHANGER-TX3 04
o5 DISC SMTCH P 4610 9710 | 2810 ™ DISC SWITCH 06
07 4610 | 17110 12500 08
30A TP 100A TP
09 HEAT EXCHANGER-TX2 UNFUSED SOA 4x6 4610 17110 12500 | 4cx25 | 80A UNFUSED HEAT EXCHANGER—-DUMMY LOAD 10
' DISC SWMTCH | TP 4610 7710 | 12500 ™ DISC SWITCH 12
13 - 2200 2200 14
15 HEAT EXCHANGER—FUTURE(TX 600 KW)  —— - - 2200 2200 4x4 w_w.p mmw__w_mgoqoz EUH-1(2.5 KW) 16
17 - 2200 | 2200 18
19 DEHYDRATOR - 20 4.0 1000 | 1630 630 20
21 MATRIX SWITCH 30A SP UDS* 30 6.0 7200 7830 630 4x4 m_w.» mWchm_ms_oqo_._ EUH—-2(1.5 KW) 22
23 SPARE - 20 - - 630 630 24
25 JOA TP 1040 | 1880 840 4.0 20 - BATTERY CHARGER 26
27 EUH-1(2.5 KW) UNFUSED 20A 4x4 1040 1040 - - 20 - SPARE 28
29 DISC SWTCH | T 1040 1040 | —— - 20 - SPACE 30
31 2000 | 2000 - - 20 - SPACE 32
JACKET W.H.GENERATOR _ 20A 3x4
33 2P 2000 2000 - - 20 - SPACE 34
35 SPARE - 20 - - - - - 20 - SPACE 36
37 SPACE - 20 - - - - - 20 - SPACE 38
39 SPACE - 20 - - - - - 20 - SPACE 40
4 SPACE - 20 - - - - - 20 - SPACE - 42
TOTAL LOAD = 99.590 KVA 32.020  37.380 | 30.180
TOTAL LOAD = 79.680 KW 25.616 = 29.904 | 24.144

*UDS—  UNFUSED DISC SWITCH
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