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DOOR & FRAME SCHEDULE TOILET ACCESSORIES SCHEDULE
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DOOR FRAME ACCESORIES
NUMBER WIDTH | HEIGHT | TYPE |MATERIAL| LABEL |MATERIAL TYPE PART. JAMB HEAD NOTES _
L-B-400 PR 4'-0" 710" B MTL 20 MIN. HM 3 GWB J-3 H3 [18&4 A
L-C-401 PR 3-8" 70" B scwp | 20MmIN. HM 2 GWB J-2 H2 |2 W
L-C-410 3-0" 70" B SC WD - HM 1 GWB J-1 H-1 6 W._u S
(m]
L-C-420 3-0" 70" B SC WD - HM 1 GWB J-1 H-1 6 w %) .
%) @ i
L-C-421 30" 70" A SC WD - HM 1 GWB J-1 H-1 386 a ul z
L R
L-C-422 30" 70" A SC WD - HM 1 GWB J-1 H-1 3&6 = m X
L-C-423 3-0" 70" A SCWD - HM 1 GWB J-1 H-1 386 = 2 O
[0’
L-C-424 30" 70" A SC WD - HM 1 GWB J-1 H-1 386 L o H
ROOM < o) o)
L-C-430 3-0" 70" A SCWD - HM 1 GWB J-1 H-1 3&6 NUMBER ROOM NAME o %) x
co9 3-0" 70" A SC WD - EXISTING| EXISTING GWB EXISTING | EXISTING | 5 L-C-420 ENTRY / LIBRARY 1 EA 1 EA
L-C-421 OP DIET. OFFICE 1 EA
DOOR SCHEDULE NOTES:
- COORDINATE FINISH WITH FINISH SCHEDULE FOR ALL DOORS L-C-422 OP DIET. OFFICE 1EA
- SEE SPEC SECTION 087100 - BUILDERS HARDWARE FOR DOOR HARDWARE SET TYPES L-C423 DIABETES EDU. OFFICE 1EA
1 MAGNETIC HOLD OPEN DEVICE REQUIRED - CONNECT TO FACILITY FIRE ALARM. COORDINATE WITH ELEC. DRAWINGS
2 AUTOMATIC DOOR OPENER L-C-424 DIABETES COORD. OFFICE 1EA
3 MOUNT ROBE HOOK ON OFFICE SIDE OF DOOR
4 FIELD VERIFY CORRIDOR WIDTH TOILET ACCESSORIES SCHEDULE NOTES:
5  REUSE EXISTING HARDWARE EXCEPT NEW LEVER TO MATCH NEW DOORS 1. SEE SPEC SECTION 10 28 00 - FOR INFORMATION ON SCHEDULED ITEMS,
6  DOOR(S) SHALL BE PREPPED TO HAVE FUTURE ELECTRONIC ACCESS CONTROL. SEE ELEC. DWGS. FOR ADD'L. DOOR PREP. INFO. 2 PROVIDE BLOCKING AS REQUIRED PER MANUFACTURERS INSTRUCTION EOR ALL ITEMS.
3. SEE 1-09 FOR PTD-1 & SD-1 LOCATIONS
4. SEE DOOR SCHEDULE NOTE 3 FOR ROBE HOOK LOCATIONS
DOOR TYPES
TYPE A TYPE B TEMPERED GLASS (TG-1) TYPICAL TYPE: J-1/H-1 TYPE: J-2 / H-2 TYPE: J-3/H-3
(VA5 & 7) (VA 9) FIRE RESISTANT GLASS (FG-1) @
LABELED DOORS _,\_m_mqu_.
/ / BATT INSULATION
/ \ WIDTH \ MAY OCCUR DOOR STOP DOOR STOP
L o - GYP. BD. (BEYOND) (BEYOND)
/ / -
4 4 N CAULK ALL
’ ’ DOOR DOOR
. DOUBLE STUDS AROUND BOTH
v . BACK TO BACK SIDES
N N % HEAD HEAD
N . - JAMB ANCHORS STANDARD FRAME
N N FOR DRYWALL
\ \ BATT INSULATION
SEE PLAN FOR
E Existing smoke barrier wall—
from Rehab Med project
FRAME TYPES
TYPE 1 TYPE 2 TYPE 3
(DOUBLE EGRESS) (DOUBLE EGRESS)
. DOOR . DOOR o DOOR o
, WIDTH o " WIDTH " 1 WIDTH w_ﬂ_ e <
u_m ~ JAMB SIDE m— ..w.um:..um,..k
~ & - o H \ﬂ\\\,. =
N N E
08 71 00 - Double-egress DR Align
- frame and hinge
» =
Q s R JAMB
i < 08 71 00 - Magnetic DR hold-open -
>
Coordinate with door hardware
L 1/4"
Align 7
o
Existing ] mv\..\;r.\ ..\m‘.. m
Cont stud track concrete : | B

Typ mtl studs

Existing column : r { , . ! ,,,‘ ,
\ structure | b [l vcnormrcasase
—————l— above :

| i Il i T N \
Typ batt insulation full s 1" M1 - ;\ i — :
height in all stud spaces i —= \Y ,
Double studs at jamb . ’ New smoke Existing wall
. . e O<U bd A barrier
opening 20 ga min 18 T~ control '
m.momﬁ openings over A |- L joint HUMIDISTAT JAMB
) i LIGHT SWITCH —
Cont channel /, THERMOSTAT 7
reinforcing 7
V —=1
Hollow , | D ‘
i i i / [ [ 8= ™ =1
Midpoint at door opening \ Door Door “:mﬁm_ S , — =y F_H_qu L]___|| |“_
. : rame " " _ _
Channel stud o opening opening 4T_pm R —olf8 \__‘ i __ __
reinforcing as required Metal 5 \ . 5 © 5 00 L
at wall mounted 5 < h g T N % S
. studs — [fl<«—— ELEC OUTLET N < 10 44 13 - CABINET
devices N : N
coped @ R MAY OCCUR
Cont stud track 2 \ to fit i 1_,
PTD-1 RH-1 SD-1 FIRE EXTINGUISHER
0 2' 4' 8' 0 2' 4' 8'
1/4" = 1'-0" 1/4"=1'-0" TYPICAL ACCESSORY ITEMS.
ab anchor bolt col column fa fire alarm hvac heating, ventilation air n/a not applicable qty quantity t thread
alc air conditioning conc concrete fb face brick conditioning nic not in contract ] t/g or tongue and groove . .
acous acoustic(al) conn connection fcu fan coil unit hw hot water no number r riser t&g Indicates section number
act acoustical ceiling tile const construction fIf face to face hwh hot water heater nom nominal ra quS air td trench drain
adj adjacent cont continuous fd floor drain nts not to scale rad radius o tel telephone B i Building, wall and ®| Wall types
aff above finish floor coord coordinate fdn foundation id inside diameter rag return air grille temp temporary é detail section mark
alt alternate corr corridor fe fire extinguisher in inch oa overall rd roof drain temp'd tempered Indicates drawing sheet on which
alum aluminum cs course fec fire extinguisher cabinet incl include (inclusive) oc on center rec receptacle terr terrazzo section is shown
anod anodized ctr center fhe fire hose cabinet insul insulation ocaff on center above finish ref refrigerator thk thick .
approx  approximate fin finish int interior floor reg register o thid threshold A Indicates elevation number O— Equipment reference
arch architect(ural) d depth fir floor od outside diameter reinf reinforcement (reinforcing) toc top of concrete (top of b . .
auto automatic dbl double fluor fluorescent jan janitor ohdr overhead door req'd _ao_.c._aa curb) c A _R.m:ozmxﬁo:oﬁ
deg degrees fr fire resistant jist joist oph opposite hand res resilient tos top of steel é Indicates drawing sheet on which elevation reference New level line. control
bd board demo demolition frt fire-retardant treated ovrd overflow roof drain ret return . tod top of deck elevation is shown G point, or datum
betw between dia diameter frtwd fire-retardant treated kd knock down olo out to out rev revised (revision) tom top of masonry B / '
bldg building dim dimension wood ko knock out op'g opening rm room ) toj top of joist Elevation reference number
blk block(ing) disp dispenser ft feet opp opposite ro rough opening top top of parapet
blkhd bulkhead dn down ftg footing [ length (long) opt optional vs reverse tow top of wall A Existing level line
bm beam dr door furr furring lam laminate(d) . typ typical o — Indicates detail number AN control point, or datum
bot bottom ds down spout fvc fire valve cabinet lav lavatory pbd particle board sc solid core \ . ,
brdg bridging det detail Ib pound pcf pounds per cubic foot sched schedule e undercut B Enlarged plan or detail
brg bearing dwg drawing ga gauge If linear feet (foof) perim perimeter sd smoke detector ug underground é - i . . reference
brk brick dwr drawer galv galvanized lim limited pg bd peg board sdl mm&_m unfin unfinished X _:eomﬁmm aqms\_:.@.m:mmﬁ on
bsmt basement dw drywall gc general contractor It light ol plate mmmﬁ mmoﬁ_w: anlim unlimited === ®  which plan/detail is shown. Q Door New door
bur built-up roofing A gl glass Itg lighting plas plastic S snee uno unless noted otherwise T number
ea each gr grade Ivr louver plam plastic laminate sim similar ur urinal
clc center to center ec electrical contractor gyp bd gypsum board plbg plumbing sp stand pipe
cab't cabinet eifs mxnm.:.oﬂ insulation and marb marble pmid premoulded spec specifications vert vertical
cad cadmium . finish system h high mas masonry pnl panel spkr speaker vest vestibule 1 Existing door
cb catch basin e expansion joint hb hose bibb mat material plywd plywood SpKIr sprinkler ) vif verify in field
cem cement elec electric . hc hollow core max maximum pol polished spr single ply roofing
clorG  centerline elev elevator/elevation hdbd hardboard mech mechanical pr pair sq square w width
cfm cubic feet per minute emerg emergency _.-QOUQ INDQ-ONUUQQ memb membrane Uﬁmzs U_.QED_WIQQ sq In square inch w/ with
cg corner guard ea equal hdwr hardware mfr manufacturer prefab  prefabricated Sy square yard w/o without A + Column reference Revision reference
ci cast iron equip mn.c_nama . hdwd hardwood mh manhole proj projection ss mﬁm_:_mm.m steel/ wiw wall to wall grids Visi A
G control joint etr existing to remain hm hollow metal min minimum psc pre-stress concrete slop sink we water closet number
clg ceiling ew each way horiz horizontal misc miscellaneous psf pounds per square foot std standard wd wood
al closet ewc electric water cooler hpdl high pressure decorative laminate mo masonry opening psi pounds per square inch stl steel wh water heater
clr clear exh exhaust hr hour mtd mounted pt point stor storage win window
cll contract limit line exist existing ht height mtl metal ptd painted struc structure(al) wg wire glass
cntr counter exp. expansion htg heating mull mullion ptn partition susp suspended wt weight
cmu concrete masonry unit exp'd exposed htr heater pvc polyvinylchloride sys systems wwf welded wire fabric
co cased opening/clean out ext exterior pvmt pavement vd yard
n oz m: —l-—- z-—- m Drawing Title Project Title Project Number
] ]
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