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NOTES:—

7. FOR F/A SYMBOLS AND ABBREVIATIONS, SEE DRAWING BMB—EP—01
AND REFER TO DWG BMB—EF—=02 FOR FIRE ALARM BLOCK DIAGRAM

AND DETAIL.

2. ALL WIRING ARE CONFORMED TO NFPA 70, NATIONAL ELECTRIC CODE.
EACH DETECTOR CIRCUIT ARE LOOP WIRED WITHOUT TAPS. CIRCUIT
POLARITIES IS OBSERVED ON ALL APPROPRIATE DEVICES.

3. FOR THE INSTALLATION OF HIGH SENSITIVITY LASER BASED
SMOKE DETECTOR SYSTEM IN THE TRANSMITTER ROOM
COORDINATE HSSD PIPING WITH FINAL TRANSMITTER LOCATION.

4. HSSD SYSTEM WILL SHUT DOWN THE TRANSMITTER POWER
AND ROOM HVAC AFTER DETECTING AN ALARM CONDITION.

S5. ALL FIRE ALARM WIRING

IN THE CONTROL ROOM IS PASS

THROUGH THE FILTER PANEL.

6. THE NO. AND EXACT LOCATION OF CONTROL ELEMENTS AND MASTER
ELEMENTS WILL BE PROVIDED AS PER HVAC AND MECH. REQUIREMENTS.

LEGENDS:—

20mmo G.l./EMT CONDUIT RUNNING THROUGH ABOVE
FALSE CEILING/EXPOSED

25mm¢ G.l./EMT CONDUIT RUNNING THROUGH ABOVE

FALSE CEILING/EXPOSED

% 1PAIR 18AWG TWISTED SHIELDED CABLE
IN 20m¢ G.l./EMT CONDUIT FOR DETECTORS

il 2x2.5mm2 HEAT RESISTENT WIRES
1 IN 20mme¢ G.l./EMT CONDUIT FOR SPEAKERS/PULL STATIONS

2x2.5mm2 HEAT RESISTENT WIRES—FOR DC SUPPLY
IN 20mm¢ G.l./EMT CONDUIT FOR CONTROL ELEMENTS (IAM)
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